
CWSS to KURUMBER KOTTAI and 46 Other Habitations
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Karamur         
30,000 Kottavur           

30,000

Bandarahalli           
30,000

Kallukadai           
10,000

Melsowlupatty           
30,000

Thindal           
60,000

Guddur          
60,000

Pitchanur           
30,000

Mottur           
30,000

Echanampatty           
30,000

Ramapuram           
30,000

Ellan kottai           
30,000

Kollupatty           
60,000

Kattur           
30,000

Konagoundanur           
30,000

Mottu kottai           
10,000

Pachakottai          
10,000

Naganampatty           
30,000

Ramapuram           
30,000 Chinna 

poolapatty          
30,000

Periyampatty           
60,000

Kurumber kottai           
30,000

Kamaraj Nagar           
60,000

Kavakaran kottai           
30,000Adilam           

1,00,000

Keragodahalli          
30,000

Vegulan kottai           
30,000

Chikka thimmanahalli          
30,000

Thandukolla kottai           
10,000

Bommahalli           
60,000

Alamarathupatty           
30,000

Gettur           
30,000
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Pattikaran 
kottai           
30,000

Sowlukottai           
30,000

Morasapatty 
palayur           
30,000

Kuttakattur           
30,000

Mariyamman 
kovilur           
30,000

Sundaresan kottai
10,000

IW - 2 Nos

Dia – 4.5m

Depth – 5m

Yield – 730 lpm

Pumpset – 7.5HP (2+2)

Duty  - 730lpm x 20m head

Sump – 50000 ltr

30 HP OWS (1+1) 1700 lpm X 44 m)

Pump Room 6m x 4m

No of Union              - 2 Nos

No of Panhayats - 15 Nos

Booster I @ 
Bandarahalli-
40000 ltr

Booster II @ 
Karimangalam-
40000 ltr200 AC CL 10

LS  6297

LS  6946

LS  6000
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Booster I
25 HP (1+1) OWS 1500 lpm X 44 m

200 AC CL 15

Booster III

5 HP OWS (1+1) 130lpm X 45 m

150 AC CL 15

LS  9606

125 CI/125 AC CL10

LS  4101
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63- 951 m

63- 81 m

63- 8 m
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LS  7740

HW

BS 1

BS 2 
BS 3 

Booster II 

10 HP OWS (1+1) 330lpm X 62 m

10 HP OWS (1+1) 705lpm X 29 m

2 HP OWS (1+1) 82lpm X 23 m

Designed Qty Int 1.09 MLD, Ult:1.23 MLD.

Hrs of pumping – 16 Hrs. 

Maintenance from 7/2002.


